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DISTRIBUTION PANEL
PANNEAU DE DISTRIBUTION

SOX OF TOTAL HEATING
SOX DU CHAFFAGE

6000 Matts Max.
24A @ 240V

BEFORE / AVANT
ET-2 INSTALLATION #1 or #2

sss CENERIC ORANING OF EXAMPLE OF INSTALLATION sas
288 REFER TO CANADIAN ELECTRICAL CODE ses

us SCHEMA GENERI sns
sns REZ-VOUS AU CODE ELECTRIQUE sas

EI281ARA, BIL




ROOM THERMOSTAT
THERWOSTAT DE LA PIicE
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JUNCTION BOX
BOITE A JONCTIONS
Sxbx4

AFTER / APRES
ET-2 INSTALLATION #1

888 GENERIC DRAMINMG OF EXAMPLE xmau.nuou sss
888 REFER TO CANADIAM mcvncu. cooL =

88 SCHEMA GENER:

(1] Rtrt'uz: AOUS au cooc CTRIGUE sus
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E7-2 AS LOW VOLTAGE CONTROL FOR BASEZDOARD HEATERS & HOT HATER TAMK IN MEDIUM AND LARGE COTTAGES
E7T-2 POUR LE CONTROLE A BRS VOLTRGE DE PLINTHES €T OU RESERVOIR D°EAU CHAUDE POUR GRANDS CHALETS

INSTALL MEAR DISTRIBUTION PANEL
ION BOXES MITH

INSTALL ET=2 AND THERMOSTAT AT THE MAIN FLOOR + JUNCT
INSTALLEZ ET=2 £T LE THERWOSTAT LLON VOLTAGE CTRL THERMAL RELAYS
AU REZ-DE-CHAUSSER
INSTALLEZ PRES DU PANNEAU DE DISTRIBUTION
DO NOT INSTALL TOMARDS THE SN .BOITES A JONCTION AVEC
ME PRS INSTALLER FACE AU SOLEIL .RELAIS THERMIQUES CONTROLLES A BAS VOLTAGE
KEEP ALL INTERIOR DOORS OPEN MHITE-ROOGERS $24A05-1
GARDEZ TOUTES LES PORTES INTERIEURES OUVERTES 254 @ 240V CCONTROL 24V)
"
i TR0 TR 0K 70 BASEBOARD HEATER
AT R RS PLINTHE ELECTRIGUE
TRANSFORMATEUR | ~ cIne.
i o————— (RS DIsIonSTEUR o1
LON VOLTAGE CONVENTIONAL THERMOSTAT
TO BE SET AT ECONOMY TEMPERATURE 120 vac JR24 vac
BEFORE YOU LEAVE THE COTTAGE 40 VA
LE THERMOSTAT _CONVENTI A
VOLTAGE DOIT ETRE BIUSTE A LA TENPERATURE
D’ECONOMIE AVANT DE QUITTER LE CHALET 4,754, 75".
TR, BASERORRD HEATER
i vERS PLINTHE ELECTRIGUE
THERMOSTAT
HONEYWELL TB6A S LAEs CRRS. oax. 42
£€1-2 WHITE RODGERS 1F30-318 RS DISJONCTEUR €2
lJTJ 4. 9. 29.75.. 00K \7,8 BASEROARD HEATER
0”0 . i VERS PLINTHME ELECTRIGUE
[ ; i CJRC. BRK. &3
e RS DISJONCTEUR 3
—— A
Py SN Gl L
\eaj RS RESERV.D’EAU CHAUDE
[-—-——- [ ; CIRC. BRK. ©4
s VERS "oTssoncTEUR o4
NOTE: ALL LINE VOLTAGE NOTE: LES THERMOSTATS OE CHAGUE
ROOM THERMOSTATS MAVE EVRONT ETRE GARDES 5
TO BE SET AT COMFORT A TERPER
TENPERATURE OE CONFORT

888 GENERIC DRANING OF EXAMPLE OF INSTALLATION sssm
ams REFER TO CANADIAN ELECTRICAL CODE smm

sun schéna GENERD uss
sss urnu-vous LY coot LECTRIQUE sus

ET-2 INSTALLATION #4

£12.I4R1.820

ET-2 CONTROLLING CENTRAL HEATING SYSTENW
ET-2 CONTROLLANT UN SYSTEME DE CHAUFFAGE CENTRAL

OW VOLTAGE. CON‘TM NIRES

FILS DE CONTROL A BAS VOLTAGE
4/: o :/: o
THERMOSTAT e LHERMOSTAT
SETBACK T ORIGINAL

ENPERATURE
CECONOMY TEMPERATURE SETTING)
TeneERATURE D EconONIE

NSTALLEZ CF NOUVEAU THERROSTAT
COTE DU THERMOSTAT ORIGINAL

] ]
INSTALL THIS NEW THERMOSTAT
SYSTEME DE CHAUFFAGE BESIDE THE ORIGINAL THERMOSTAT
CENTRAL
CENTRAL HEATING RECOMMENDED ﬂ(lmhﬂos""
SYSTEM THERMOSTATS RECO

HONEYHELL @ TB6A
HHITE-RODGERS & 1E30-318

€o-2

COMFORT TEMPERATURE SETTING
TEMPERATURE DE CONFORT

INSTALL ET-2 WITHIN § METERS C17°)
FROM THE TELEPHONE

PRTRE T2 O TR

288 GENERIC DRANING OF EXAMPLE OF INSTALLATION ass
888 REFER TO CAMADIAN ELECTRICAL CODE sms

sen SCHEMA CENERIGUE sas
ses REFEREZ—VOUS AU CoOE ELECTRIGUE sss

ET-2 INSTALLATION #5

£12. ISR81.01L)




INSTALLATION OF ET-2 AS A 120 VAC POMER SHITCH REMOTELY OPERATED BY TELEPHONE FOR AIR CONDITIONING WALL UNIT
INSTALLATION DU ET=2 POUR LA COMMUTATION A DISTANCE PAR TELEPHONE D’UNE UNITE MURALE DE CLIMATISATION

PARTS LIST
1 :xuunon poX o1110-R ¢ [—l
1 -G 611-C-3  COMMANDER
1 sn«n.: 120 VAC OUTLET ®4-5251 SMITH & STONE
3 MARRETTE M1, M2, M3
1 12 INCHES No. 44 GRIIN HIRE &M
2 12 INCHES No.14 BLACK WIRE OMi, BN2
1 CLOSED NIPPLE 1/2" X 1"1/2 NAOSO1S  COLUMBIA
4 Ni, N2, N3, N4 1704 COMMANDER
ORIGINAL BOX EXTENSION BOX
i o S
* o) HORRETTE
120 VAC " il
H &}
MHITE
pt m..lm._ aikas MARRETTE
Y
COPPER SREEN I ] | RS
= ' GROUND SCREN
INSTALLATION SINGLE 120 VAC OULET

4= TURN OFF BREARKER CONNECTED TO THE OUTLET
2- REMOVE THE OUTLET COVER, UNPLUG AND STRAIGHTEN THE WIRES.
KNOCK OUT HOLE.

3- REMOVE ET-2 COVER AND PUNCH OUT

INSTALL THE TUBE ARSSEMBLY!:

WITH N1 AND
TALL N3, PASS
ING OF

EXT ON_BOX AND SECURE
.Tulﬁ 'a( END TO THE EXTENSION BOX

SECURE THE EXTENSION BOX OM

THE ORIGINAL BOX

4~ COMMECT THE tL!C?I!C& H!Rlzg USING THE

SINGLE OUTLE
3 WARRETTES.

CLOSE THE ET-2 AND PLACE THE COVER
ON THE EXTENSION BOX.

T, THE 3 WIRES

5 POMER SUPPLY. PROVIDE
OVERLOAD PROTECTION AS REQUI

SECURE THE TUBE 7O ET-2

DISCONNECT MEANS AND
RED.

ET-2 INSTALLATION #B6

888 GENERIC DRAHING OF EXAMPLE OF
388 REFER TO CANADIAN IL!CTRIC& CODE »

!N‘TN.U\TION ass

sna REFEREZ-VOUS AU coot u'c.#;g&u-::'

E12 I6R1.BIL)

SWITCHING A SINGLE BARSEBOARD HEATER WITH THE ET-2
ET-2 POUR LA COMMANDE D’UNE SEULE PLINTHE ELECTRIQUE

ROONM THERMOSTAT _
THERMOSTAT DE LA PIECE

O

FROM DISTRIBUTION CENTER

LINE
oD DU PANNEAU DE DISTRIBUTION
PRESENCE SASEBOARD HEATER
inl PLINTHE CHAUFFANTE
£T-2
H
e el
COMDUIT

ET-2 INSTALLATION

sus ¢mxc ORANING OF EXAMPLE OF
s REFER TO cuuouu ELECTRICAL CODE @&
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SEDOARD /PLINTHE o1

SEBOARD/PLINTHE €2

EBOARD /PLINTHE o3

EBOARD/PLINTHE &4

3_1

DISTRIBUTION PANE!
PANNEAU DE DISTIIIUTIN

TION BOX
BOITE A JONCTIONS
Sxbxd

AFTER / APRES
ET-2 INSTALLATION #2

L 11] uv:uc DRANING OF

EXAMPLE OF INSTALLATION sss
& REFER TO CANADIAN ELECTRICAL

CODE usss
sns lb‘[l.i.l —oUs AU eoo: c'*r'n'xu (T

£12 I2R4,81L]

ET-2 AS LOW VOLTAGE CONTROL FOR BRSIBOARD HEATERS IN MEDIUM AND LARGE COTTAGES
ET-2 POUR LE CONTROLE & BAS VOLTAGE DL PLINTHES POUR GRANDS CHALETS

INSTALL ET-2 AND THERMOSTAT AT THE MAIN FLOOR
INSTALLEZ ET-2 ET LE THERMOSTAT
AU REZ-OE-CHAUSSER

DO NOT INSTALL TONWARDS THE SUN
NE PAS INSTALLER FACE AU SOLEIL

KEEP ALL INTE! DOORS OPEN
GARDEZ TOUTES Ll! PORTES INTERIEURES OUVERTES

CONTROL
TRANSF ORMER
TRANSFORMATEUR

INSTALL NEAR oxnuunxou ML
«JUNCTION BOXES MITH COVER
-LOW YOLTAGE ll. rm RELAYS

INSTALLEZ PRES DU PANNEAU DE DISTRIBUTION
«BOITES A JONCTION AVEC
.RELAIS THERMIGUES CONTROLLES A BAS VOLTAGE

HHITE-RODGERS €24A05—-1
2FA @ 240V (CONTROL 24V)

T0 BASEBOARD HEATER
VERS PLINTHE ELECTRIGUE

I :/— . CIRC. MK,
g VERS ofssoncTeun o

LON VOLTAGE CONVENTIONAL THERMOSTAT
10 BE SET AT !CMHY TKHPERQTUR(
BEFORE YOU LEAVE THE COTT

LE THERAOBTAT CHWVENTIONNEL A BNd
VOLTRGE DOU' ETRE NUSYE [ LA TEMPERATURE
D’ECONOMIE AVANT DE QUITTER LE CHALETY

THERMOSTAT
HONEYMELL TO6A
WHITE RODGERS iF30-318

>

% S 2

£T-2

120 VAC K24 VA
40 VA

T0 BASEBOARD HEATER
VERS PLINTHE ELECTRIQUE

l ;; CIRC. BRK. 62
. VERS DISJONCTEUR 2

TO BASEBOARD HEATER
VERS PLINTHE ELECTRIGQUE

: (- G <
VERS DISJWYEUR «<

CIRC.

NOTE: ALL LINE VOLTAGE
ROOM T

sss e:u:u omuuc
8 REFER TO CANARDIAN ELECTRI

sss lttrl‘:'n't' mmwtc“ohu ECTRIOUE sem

NOTE: LES THERMOSTATS (SUR TENSION DE RESEAU)
3 PIECE DEVRONT ETRE
GARDES A LA TENPERATURE DE
CONFORT

EXAMPLE OF INSTALLATION sss
CAL CODE sms

ET-2 INSTALLATION #3
£12 138,020




